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CLIENT UPOFLOOR 

    

TEST METHOD CONDUCTED 
Electrical Resistance - IBM (Surface to Ground) ASTM F-150 & 

NFPA 99 Chapter 12 Section 4.1.3.8 (b)(7), 2006 Edition  

   

    

  DESCRIPTION OF TEST SAMPLE 

IDENTIFICATION Zero Tiles 5112/9501 

LOT NUMBER 25617 

CONSTRUCTION Vinyl Tile 

 

 

TEST CONDITIONS 70º F and 50% Relative Humidity 

APPLIED VOLTAGE 100 Volts 

 

 

SPECIMEN 1 4.5 x 1010 Ohms 

SPECIMEN 2 6.0 x 1010 Ohms 

SPECIMEN 3 8.0 x 1010 Ohms 

SPECIMEN 4 9.5 x 1010 Ohms 

SPECIMEN 5 9.0 x 1010 Ohms 

AVERAGE ELECTRICAL RESISTANCE 7.4 x 1010 Ohms 

 


